
Connect wires using copper split bolt.

2' Min. tracing wire to be

tucked back into box.

Curb stop box/

  Test box

Tracing Wire

Water

Meter

Mainline Valve

Branch Water Main

Tracing Wire

See Polyethelene Wrap

Specs

Customer's 

Service Line

12 Guage Solid Copper

Tracing Wire, PVC Coated,

Continuous Wire

Break or splice using

copper split bolt.

(See specifications)
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Connect jumper wire

to secure line & to

main tracing wire

Adhesive Tape

(Duct Tape)

6"-8" on pipe

See Polyethelene Wrap

Specs

Fire Hydrant

Curb stop box/Test box

Tyler 93-D or approved

equal. Curb stop box lid

shall be clearly marked "WATER"

(located between tee & valve or

next to valve box)

Note: Curb stop box/test box shall not be installed in paved areas.

DUCTILE IRON AND PVC PIPE

WITH DUCTILE IRON FITTINGS


