
NO SERVICES

between hydrant & valve.

Hydrant

6"-8" Reducer

Temporary Dead-End

Blocking

Property Line or

Boundry to Future

Developable Section

Property Line orBoundry to Future

Developable Section

Plug

Line not placed in

service until extended

to next mainline valve

& hydrant

Valve to remain closed

until placed in service

3 Valves & Tee

Typical Lot Line

Valve

Temporary Dead-End

Blocking

6"-8" Reducer

No Service between

hydrant & valve

Last pipe

joint before

Dead-End

Bell

Joint

Bell Joint
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150 PSI DESIGN

Blocking (See STd)

Valve

Hydrant (See Std)

Anchoring Pipe

Anchoring Tee

  (See Std)

Lot Line

Blocking shall be Class "A" Concrete or

Flowable Fill as approved by the District.

DETAIL FOR TEMPORARY

 DEAD-END BLOCKING

NOTE: Blocking shall be inspected by the

    District prior to backfilling.

CUL-DE-SAC WITH DEAD-END

     FIRE HYDRANT

FUTURE SIDE STREET WITHOUT

 SERVICES ON BRANCH LINE

Water Mains under paved surface shall not exceed

maximum 30 lin.Ft.,this does not apply to streer intersections.

FUTURE SIDE STREET WITH

SERVICE ON BRANCH LINE

DEAD-END STREET WITH PROPOSED

     FUTURE EXTENSION
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