
Compact sand

Concrete

bearing pad

Solid Concrete

16"x 8"

Detail Valve Box

Note:Valve box shall not transmit shock or

    stress to the valve

Installation

Valve Box must not touch

  valve body-2" space

  desired here

See Polyethelene Wrap

Adjustable Cast

  Iron Valve Box

5 1/4"

Shaft

Finished Grade

WATER

2'0" MIN.
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Concrete Pad

Ky. D.O.T. Class "A"

Wood Float Finish

Tooled Edge
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Screw Type Adjustable

Cast Iron Valve Box

 (See detail)

All side slopes 1/4"/Ft.
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VALVE BOX

CENTERING RING

Concrete Pads shall be constructed

around all main line valve boxes except

within hard paved areas. Concrete

Pads shall be constructed around

customer service line valve boxes 3"

and larger valves.
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