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Slope Up

Water Main

Corporation Stop

Ford Type F6250

or Approved equal

@ Top of Main **

Type K Copper

Curb Stop- "Ford

No.B21-777 Or

Approved equal

Curb Stop

Box

Finished Grade

3'0" Square Concrete Pad

5" Thick with (2)#4 Reinf.

Bars at each side

Ring & Lid- Ford Type A32

Single Lid Cover 18" I.D. Tile

Size, 11 1/2" Lid Opening, 4" Deep

or approved equal

18" I.D. x 24" High Ultra Rib Type

Air Release Valve-

Size & Operating Pressure-See

Specifications

Grade "A" Red Brass Thread Pipe

Concrete Brick as required to support box.

6" Deep Pea Gravel

NOTE: Air Release Valve to be centered

over water main.

Air Release Valves larger than 1" use:

vault size 24"x24"

lid Ford Type MC 24 &

Extension Ring Ext-2 or approved equal.

Screen

When Practical
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** Taps on mains which utilizes

a cathodic protection system shall

require an isolation corporation stop

Absorption Pit
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